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Abstract
The failure of an emergency diesel generator could cause a blackout with economic or human losses, especially if it occurs in a hospital. 
The authors performed an up to date statistic on diesel generators fails has been investigated in a hundred of hospitals. Although 
standard maintenance operation has been correctly performed, it has been found a 6 % of failures for the genset per year. MTBF of 
generators and main components have been investigated and updated values are reported in this paper. Components reliability is 
proved to be at its maximum technological value, consequently an innovative solution is here proposed. Often neighboring buildings 
or different electrical systems have separated emergency generators. Nowadays, in case of genset failure, most of the electrical 
installations are not designed to be fed from other generators. Several electrical configurations for diesel generators interconnections 
have been studied, in order to guarantee the mutual succor between them and therefore improving reliability. Two innovative schemes 
for emergency generators connection are here proposed for a more reliable electrical design.
Keywords
electrical power plants, diesel generators, essential electrical systems, MTBF, reliability
1 Introduction
Innovative connections between diesel gensets have been 
studied. The proposed configurations allow the load to be 
fed by another neighboring genset in case of relevant gen-
erator’s failure. This choice is due to the barely possibility 
to obtain genset and plant components further reliability 
improvement. Each generator must have a suitable rated 
power to support both loads. This is an essential hypoth-
esis to install the proposed system. However, in case of 
small generators, an automatic cutoff for non-essential 
loads can be added to allow the generator to succor only 
important services (as hospital surgery for example). 
2 Methodology
In the present paper, 8 innovative connections between 
diesel gensets are studied in order to allow the load to be 
fed by another neighboring genset in case of respective 
generator's failure. 
The Reliability Block Diagram (RBD) model is applied 
to evaluate the reliability of every single electrical config-
uration here proposed [1-6].
Up to date reliability parameters [7-10] such as MTBF 
and failure rate (λ), lead to accurate reliability calculations. 
By the hypothesis of constant failure rate of the compo-
nents and components not repairable but quickly replace-
able, the reliability calculation is performed and each sys-
tem is compared in terms of MTBF [4].
3 Failure rates
In order to compare the reliability of each innovative solu-
tion by applying the RBD model, it is needed to use an 
up-to-date MTBF value of each single component used 
in each electrical configuration. The MTBF values are 
reported in Table 1.
Some of the proposed systems use a synchronization 
device, which failure’s rate value was estimated. In terms 
of reliability, this device is mainly composed of an elec-
tronic control unit (ECU) and a circuit breaker (CB). Thus, 
by applying the RBD method it is found that its failure 
rate is the sum of the failure rates of these components.
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λ λ λSYNC ECU CB= +     (1)
It is highlighted that the contactor shows a notice-
able higher reliability than an automatic circuit breaker's. 
Thus, the solutions with contactors instead of interrupters 
are preferred.
4 Reliability Comparison between Different Emergency 
Systems Connections
For sake of simplicity, only the best solutions are described 
with RBD schemes and calculations.
4.1 Single standby generator (G1)
In the single standby generator system, in case of utility 
failure (blackout), the load is fed by the standby generator 
after the commutation of an automatic-transfer switch, as 
shown in Fig. 1.
It can be evaluated that for the system G1, MTBF is 
equal to 3.8 years.
4.2 Parallel configuration of standby generators 
(G2P, G3P)
4.2.1 Two standby generators in parallel (G2P)
In the parallel configuration, when a blackout occurs, the 
load is fed by two standby generators connected in paral-
lel with its respective synchronization devices, as shown 
in Fig. 2.
Applying the RBD method it can be found that, for the 
system G2P, the MTBF is equal to 4.1 years.
4.2.2 Three standby generators in parallel (G3P)
This configuration is similar to the previous one, with the 
difference that it is used an extra standby generator with 
its respective synchronization device. For simplicity, the 
system diagram is not shown; however it is composed by 
three standby generators, each one connected through the 
synchronization device to the common bus bar (similar 
to Fig. 2). In this case, it is found that, for system G3P, 
MTBF is equal to 4.6 years.
4.3 Two standby generators with succor bus tie between 
loads (G2S, G2C)
In this configuration, when a blackout is detected, the 
electronic-control unit commands the opening of both 
breakers within the first automatic-transfer switch. Then, 
it commands the closing of the bus tie, located between 
loads, feeding one load from the power supply of the other 
one, as shown in Fig. 3.
Fig. 4 illustrates the reliability model studied for this 
configuration.
Table 1 Average MTBF of emergency generation system's components
Components Symbol Failure rate [failure/hr]
Automatic transfer switch ATS 9.795 x 10-6
Busbar BB 1.083 x 10-6
Contactor AC3/AC4 CTT 1 x 10-8
Diesel genset GE 2 x 10-5
Electronic control unit ECU 1.333 x 10-6
Load switch LS 4.160 x 10-6
Synchronization device SYNC 5.681 x 10-6
Thermal-magnetic circuit 
breakers CB 4.348 x 10
-6
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Fig. 1 Single standby generator (G1)
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GE1
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UTILITY 2
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GE2
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Fig. 2 Two standby generators in parallel (G2P)
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Fig. 3 Two standby generators with succor bus tie between loads 
(U: utility; L: load)
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Grouping the components in series and parallel blocks 
with their respective failure rate (λ), the MTBF can be com-
puted by means of the following equations, where λ1, λ2 are 
the failure rates of block 1 and 2 shown in Fig. 4, respec-
tively; R is the reliability function of the equivalent block.
λ λ λ1 1 1= +GE ATS      (2)
λ λ λ λ λ2 2 2= + + +GE ATS ECU BT    (3)
R R R R R= −+
1 2 1 2
    (4)
MTBF R t dt= ( )
∞
∫
0
    (5)
4.3.1 Two standby generators with succor load switch 
between loads (G2S)
When a load switch is used as a bus tie it is found that the 
MTBF is equal to 5.3 years.
4.3.2 Two standby generators with succor contactor 
between loads (G2C)
In the case that a contactor it is used as a bus tie, (instead 
of the load switch), a MTBF value equal to 5.6 years is 
obtained.
4.4 Two standby generators with mutual succor 
(G2MS, G2MC)
4.4.1 Two standby generators with mutual succor with 
load switch (G2MS)
In this configuration, when both utility blackout and one 
standby generator starting failure are detected (through 
VGE and VU voltage detectors), the electronic control unit 
(ECU) commands the opening of both breakers (towards 
its own utility and local generator). Subsequently, the aux-
iliary ECU commands the start of the second standby gen-
erator and, finally, it commands the closure of the load 
switch (LS), feeding loads from the other standby genera-
tor, as shown in Fig. 5.
For this configuration, it is found that the MTBF is 
equal to 6.2 years.
4.4.2 Two standby generators with mutual succor with 
contactor (G2MC)
This configuration is similar to the previous one, with the 
difference that, instead of a load switch, a contactor (CTT) 
is used to feed loads from the other standby generator, as 
shown in Fig. 6.
Fig. 7 illustrates the reliability model studied for this 
configuration.
Grouping the components in series and parallel blocks 
with their respectively failure rate (λ), the MTBF can be 
computed by using the following equations, where λ1, 
λ2 are the failure rates of block 1 and 2 shown in Fig. 7, 
respectively; RG2MC is the reliability function of the equiv-
alent block.
GE1 ATS1
GE2 ATS2 ECU BT
Block 1
Block 2
Fig. 4 RBD scheme of two standby generators with succor bus tie
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Fig. 5 Two standby generators with mutual succor with load switch 
(U: utility; L: load; VGE: Generator voltage detector; VU: Utility 
voltage detector)
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Fig. 6 Two standby generators with mutual succor with contactor 
(U: utility; L: load; VGE: Generator voltage detector; VU: Utility 
voltage detector)
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λ λ λ1 1 1= +GE ATS      (6)
λ λ λ λ2 2= + +GE ECU CTT     (7)
R R R R RG MC2 1 2 1 2= −+     (8)
MTBF R dtG MC G MC2 2
0
=
∞
∫     (9)
In this case, MTBF is equal to 7 years. It is high-
lighted the fact that the system's MTBF shows a noticeable 
improvement due to the high reliability of the contactor 
(as shown in Table 1).
4.5 Three standby generators with mutual succor 
(G3MS, G3MC)
In this configuration, every single load could be fed, in 
case of blackout, from its own standby generator or from 
the standby generator dedicated for the two adjacent loads, 
leading to a triangle configuration as shown in Fig. 8.
The electrical diagram for this configuration is shown 
in Fig. 9. For simplicity, it is only shown the case in which 
contactors are used to interconnect loads with the other 
standby generators.
4.5.1 Three standby generators with mutual succor 
with load switch (G3MS)
The electrical diagram for this configuration is similar to 
the one shown in Fig. 9, with the difference that a load 
switch (LS) is used instead of a contactor. The load switch 
is controlled by an electronic control unit (ECU) to per-
form the succor between the standby generators. In this 
case, MTBF is equal to 7.8 years.
4.5.2 Three standby generators with mutual succor 
with contactor (G3MC)
If a contactor (CTT) controlled by an electronic control unit 
(ECU) is used to perform the succor between the standby 
generators (as shown in Fig. 9), the MTBF is equal to 9 years.
5 Conclusions
This paper proposed 8 different innovative solutions to 
improve the redundancy and reliability of standby gener-
ators systems. Fig. 10 illustrates the comparison between 
the MTBF values of each single studied configuration.
GE1 ATS1
GE2 ECU CTT
Block 1
Block 2
Fig. 7 RBD scheme of two standby generators with 
mutual succor with contactor
GE1 GE2
GE3
L3
L1 L2
Fig. 8 Three standby generators with mutual succor configuration
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Fig. 9 Three standby generators with mutual succor with contactor (U: 
utility; L: load; L*: connection to the load through ECU and CTT block)
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It is highlighted the practicality and technical feasibility 
of two main solutions. Considering not only the reliabil-
ity but also technical and economic feasibility, the system 
"Two standby generators with mutual succor, with contac-
tors (G2MC)" is considered the best solution. It exhibits a 
MTBF of 7 years, improving of more than 80 % the base 
solution (G1, which presents a MTBF of 3.8 years).
The alternative solution, equally valid to the previous 
one, is the system "Two standby generators connected in the 
load side, by a contactor (G2C)". This system has a MTBF 
slightly lower (5.6 years) but it allows taking advantage also 
of the utility power supply of the other user. This calcula-
tion can be integrated with the MTBF of both utility (if con-
nected to different supply) increasing the reliability of this 
configuration. Moreover this configuration is to be preferred 
because of its simplicity, low cost and easy maintenance.
It can be noticed that using standby generators in paral-
lel does not improve so much the reliability of the system 
due to the presence of the synchronization devices.
The three standby generators systems show the best 
absolute reliability, however they are not recommended 
due to their high complexity and the difficulty of their 
maintenance and management; this complexity could 
cause the decrease of the MTBF due to human errors.
Furthermore, the use of two completely separate gener-
ation systems further improves reliability as it eliminates 
failures resulting from common mode causes. This config-
uration also facilitates maintenance operations.
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